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2"

8" CMU
1 #5 BAR IN SOLID
GROUTED CELLS

SEALANT (TYP.)

HOLLOW METAL FRAME

ANCHOR

4"

SEALANT (TYP.)

HOLLOW METAL FRAME

8" CMU LINTEL

2 #5 BARS IN
SOLID GROUTED
CELLS

1/
2"

SCHEDULED DOOR FRAME
BEYOND

SCHEDULED DOOR

ADA COMPLIANT ALUMINUM
THRESHOLD

SCHEDULED FINISH
1/2" EXPANSION JOINT

EXTERIOR PAVING

HOUSING FOR OVERHEAD
COILING DOOR.  INSTALL

PER MANUFACTURER'S
RECOMMENDATIONS

INSTALL COILING DOOR
TRACK AS RECOMMENDED
BY MANUFACTURER.

PLAN OF JAMB

HEAD OF OVERHEAD DOOR

4"

2 #5 CONT. IN SOLID GROUTED TOP LINTEL COURSE.

REINFORCED CMU COLUMN BEYOND

8" SCORED CMU WALL (TYP.) MATCH EXISTING

1 #5 IN SOLID GROUTED CELL EACH
SIDE OF DOOR

2 #5 CONT.

#4 J HOOKS AT 16" O.C.
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SHEET NUMBER
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WALL SECTION OR DETAIL
MARKER REFERENCE

#DrgID
#LayID

BUILDING SECTION REFERENCE#DrgID
#LayID

#DrgID
#LayID

AREA OR DETAIL BLOW-UP
REFERENCE

01 DOOR REFERENCE

ROOM NAME ROOM LABEL
ROOM NO

REVISION AREA REFERENCE

INTERIOR ELEVATION REFERENCE

No.
100
101
102
103
104
105
106
107

Room Name
EXIST. CONCESSION
EXIST. TOILET RM.
EXIST. TOILET RM.
EXIST. CHASE
EXIST. STORAGE
EXIST. COUNTY STOR.
EQUIP. STORAGE
ATHLETICS STORAGE

Floor
EXIST.
EXIST.
EXIST.
EXIST.
EXIST.
EXIST.
SEALED CONC.
SEALED CONC.

Wall
EXIST.
EXIST.
EXIST.
EXIST.
EXIST.
EXIST.
EXPOSED BLOCK
EXPOSED BLOCK

Ceiling Material
EXIST.
EXIST.
EXIST.
EXIST.
EXIST.
EXIST.
EXPOSED ROOF
EXPOSED ROOF

Remarks

ID

F1
F2

Door Panel
Type
F1
F2

W x H
3'-0"x7'-0"
9'-0"x7'-4"

Thickness
0'-1 3/4"
0'-1 1/4"

Material
HM 18 GA GALV. STL.
22 GA GALV. STEEL

Finish
PAINT
PAINT

Door Frame
Type
4H

Material
HM 16 GA GALV. STL.
3/16" STRUCT. STL.

Finish
PAINT
PAINT

Hardware…

HW-1
HW-2

Details
Head

C4/A001
D4/A001

Jamb
B4/A001
D4/A001

Sill
A4/A001

Notes/Remarks

OVERHEAD COILING DOOR

A
S

 S
C

H
E

D
U

LE
D

AS SCHED
5"

9'-0"
7" MAX.

10'-0"

F1 = FLUSH PANEL

TENSION
END

DRIVE
END

F2 = OVERHEAD COILING DOOR

A
S

 S
C

H
E

D
U

LE
D

4"

2" AS SCHED. 2"

4H

SCALE: 1 1/2"=    1'-0"

B4 JAMB DETAIL
A001

SCALE: 1 1/2"=    1'-0"

C4 HEAD
A001

SCALE: 1 1/2"=    1'-0"

A4 DOOR SILL
A001

SCALE: 1 1/2"=    1'-0"

D4 OVERHEAD DOOR
A001

SCALE: 1'       =    1'-0"
D1 FINISH SCHEDULE

SCALE: 1'       =    1'-0"
B1 DOOR SCHEDULE

GENERAL NOTES

SCALE: NONE

1. THESE PLANS ARE THE PROPERTY OF THE DODSTONE GROUP.  USE OR
COPY IS PERMITTED BY CONTRACT ONLY.  ANY REVISIONS TO THESE
PLANS REGARDLESS OF SCOPE WITHOUT WRITTEN PERMISSION OF THE
DODSTONE GROUP OR ANY CONSTRUCTION EXECUTED FROM THESE
PLANS WITHOUT THE EXPRESSED APPROVAL OF THE DODSTONE GROUP,
OR ANY CHANGE IN THE SCOPE, DESIGN, OR INTENT FOR ANY REASON BY
ANY PERSON OTHER THAN THE DODSTONE GROUP SHALL THEREBY
ABSOLVE THE DODSTONE GROUP FROM ANY LIABILITY CLAIMS, SUITS, OR
LITIGATION BY ANY INTERESTED PARTIES IN THE PROJECT.

2. IF THE BIDDER/CONTRACTOR IS UNABLE TO INTERPRET THE CONTRACT
DOCUMENTS, HE IS RESPONSIBLE FOR REQUESTING CLARIFICATION IN
WRITING.  IF THE CONTRACTOR PROCEEDS WITH ANY WORK BEFORE
OBTAINING CLARIFICATION, HE SHALL BE HELD RESPONSIBLE FOR ANY
DEFICIENCIES IN WORK.

3. THIS PROJECT IS LOCATED AT A PUBLIC PARK.  THE CONTRACTOR SHALL
TAKE EXTRA PRECAUTION TO ERRECT FENCING/SAFE GUARDS TO
SECURE THE AREA.

4.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING AND
SEQUENCING ALL WORK.

5. THE CONTRACTOR SHALL BE RESTRICTED TO AREAS SPECIFIED BY
OWNER FOR ON SITE STORAGE OF CONSTRUCTION MATERIALS.

6. ALL WORK PERFORMED SHALL COMPLY WITH APPLICABLE OSHA/EPA
REGULATIONS, CURRENT BUILDING CODES, AND GENERALLY ACCEPTED
PROFESSIONAL CRAFTSMANSHIP.

7. CONTRACTOR SHALL BE RESPONSIBLE FOR ERECTING AND MAINTAINING
ALL REASONABLE SAFEGUARDS TO PROTECT THE GENERAL HEALTH
SAFETY AND WELFARE OF THE GENERAL PUBLIC.  THIS SHALL INCLUDE
POSTING DANGER SIGNS, AND OTHER WARNING SIGNS AGAINST
POTENTIAL HAZARDS, AS WELL AS ENFORCING SAFETY REGULATIONS.

8. CONTRACTOR SHALL MAINTAIN A CLEAN WORK PREMISE AT ALL TIMES
AND SHALL CLEAN DEBRIS FROM CONSTRUCTION SITE DAILY.

9. ALL DEBRIS GENERATED DURING CONSTRUCTION SHALL BE SORTED AND
RECYCLED WHEREVER POSSIBLE AND AS CALLED FOR IN THE
SPECIFICATIONS.

10. ALL NEW WORK TO BE IN ACCORDANCE WITH THE LATEST BUILDING
CODES AS DESCRIBED ON THE LIFE SAFETY SHEET.

11. THE CONTRACTOR SHALL MAKE AVAILABLE TO THE BUILDING INSPECTOR
ANY DOCUMENTATION NECESSARY TO VERIFY THAT ALL PRODUCTS
REQUIRING APPROVAL PER FS 553.842 ARE IN COMPLIANCE.  SHOP
DRAWINGS SIGNED AND SEALED BY A LICENSED FLORIDA ARCHITECT OR
ENGINEER ARE REQUIRED FOR ALL SPECIALTY ITEMS SUCH AS SHADE
CELLS AND PRE-ENGINEERED METAL BUILDING.  SHOP DRAWINGS MUST
BE SUBMITTED BY THE GC TO THE CITY OF TALLAHASSEE'S INSPECTION
STAFF PRIOR TO INSTALLATION.

12. THE CONTRACTOR SHALL SUBMIT PRODUCT AND INFORMATION SHOP
DRAWINGS TO THE OWNER FOR REVIEW OF THE FOLLOWING:  METAL
ROOF SYSTEM, CONCRETE MIX, CONCRETE BLOCK, DOORS AND
HARDWARE, PAINT, MECHANICAL EQUIPMENT, ELECTRICAL FIXTURES AND
DEVICES, AND PLUMBING.

REFERENCE LEGEND

1 RENOVATION OR ALTERATION ADDITION

2 USE & OCCUPANCY CLASSIFICATION TYPE S1 - STORAGE  NA

4 CONSTRUCTION TYPE TYPE VB NA
  UNSPRINKLERED

6 ALLOWABLE AREA PER FLOOR S1 = 9,000 SF  908 SF EXISTING CONCESSION/TOILET/STORAGE
   334 SF NEW STORAGE
   400 SF EXISTING COVERED WALKWAY
   1642 TOTAL SF
 

# SUBJECT FLORIDA BUILDING CODE, 2010 ED ACTUAL

7 OCCUPANT LOAD STORAGE (S1) = 300/GSF 1,642/300 = 6 PEOPLE
 

CODES AND REGULATORY DATA

ALL NEW WORK TO BE IN ACCORDANCE WITH THE LATEST BUILDING CODES ADOPTED BY THE BUILDING AUTHORITIES HAVING JURISDICTION.  WHERE CONFLICTS OCCUR
BETWEEN CODES OR BETWEEN CONSTRUCTION DOCUMENTS AND CODES, THE MOST RESTRICTIVE REQUIREMENTS SHALL GOVERN.
FLORIDA BUILDING CODE, BUILDING 2010 EDITION
FLORIDA BUILDING CODE, RESIDENTIAL 2010 EDITION
FLORIDA BUILDING CODE, EXISTING BUILDING 2010 EDITION
FLORIDA BUILDING CODE, ACCESSIBILITY CODE 2012 EDITION
FLORIDA BUILDING CODE, ENERGY CONSERV. 2010 EDITION
FLORIDA BUILDING CODE MECHANICAL 2010 EDITION
FLORIDA BUILDING CODE, FUEL GAS 2010 EDITION
FLORIDA BUILDING CODE, PLUMBING 2010 EDITION
FLORIDA FIRE PREVENTION CODE 2010 EDITION
NATIONAL ELECTRICAL CODE 2011 EDITION
NFPA 101 - LIFE SAFETY CODE 2009 EDITION

APPLICABLE BUILDING CODES

NOTES:
1.  PAINT ALL EXPOSED EXTERIOR WOOD MEMBERS AT ROOF
FRAMING TO MATCH EXISTING.
2.  PROVIDE CLEAR SEALER AT ALL CONCRETE FLOORS.
3.  MATCH FINISHES IN ADJACENT STORAGE ROOMS.
4.  PAINT ALL NEW EXTERIOR BLOCK TO MATCH EXISTING.
5.  INTERIOR BLOCK AND WOOD IS UNFINISHED.

FINISHES:
ALL PRODUCTS LISTED ARE 'OR EQUAL' AS DETERMINED BY
ARCHITECT.  COLORS ARE TO MATCH EXISTING.

DOOR SCHEDULE, GENERAL COMMENTS:
1.  DOOR MANUFACTURER SHALL ENGINEER DOORS
TO COMPLY WITH DESIGN PRESSURES AND
COMPONENT/CLADDING REQUIREMENTS INDICATED
ON THE STRUCTURAL DRAWINGS.
2.   ALL SILL FLASHING TO BE SET IN A FULL BED OF
SEALANT.

HARDWARE SCHEDULE:

HARDWARE SET 1:  
3 BB BUTTS -  HAGER BB1191 4.5X4.5 NRP 32D
1 LOCKSET - CORBIN RUSSWIN CL3357 NZD 630
1 OVERHEAD DOOR STOP/HOLDER- RIXON 9-026
WEATHER STRIPPING - 891SAV X LAR 628
THRESHOLD - HAGER 520SAV X LAR 628
SILENCERS

HARDWARE SET 2:
CHAIN HOIST OPERATOR
SLIDE LOCKS

HOLLOW METAL FRAME:
STEELCRAFT SERIES F 16 GA. GALVANIZED. 5 3/4"
PROFILE.

HOLLOW METAL DOOR:
STEELCRAFT  FLUSH PANEL L SERIES 18 GA.
GALVANIZED.

OVERHEAD COILING DOOR:
BASIS OF DESIGN - CORNELL IRON WORKS ESD 10.
WITH CHAIN HOIST OPERATOR AND INTERIOR SLIDE
LOCKS.  DOOR SHALL BE DESIGNED WITH A 30 PSF
DESIGN PRESSURE.

DOOR DETAILSSCHEDULES

LIFE SAFETY DATA

ALTERNATES

ALTERNATE 1:  CONTRACTOR SHALL PROVIDE AN ADDITIVE ALTERNATE TO
REPAINT ALL PREVIOUSLY PAINTED EXTERIOR SURFACES TO MATCH
EXISTING.

PAINT SPECIFICATION:
(BASIS OF DESIGN - BENJAMIN MOORE PAINTS)

A. Concrete Masonry Units – exterior
b. Latex Fresh Start primer
c. Finish:  2 coats latex Moore Guard

B. Ferrous Metal – exterior
1. Primer:  M06 Alkyd Metal Primer,
2. Finish:  2 coats C163 IronClad Metal & Wood,  Oil

based
C. Galvanized Metal – exterior & interior

1. Primer:  M04 Series Industrial Metal Acrylic Metal
Primer

2. Finish:  2 coats 3636 Ironclad Low Luster Metal and
Wood, Acrylic based

D. Wood  - exterior:
1. Primer:  Moorecraft Super Spec Latex Exterior

Primer
2. Finish:  2 coats Moorcraft Super Spec Latex House

and Trim Paint
E. Caulking

1. Pro Select C950A
F. Concrete Sealer

1. Sealkrete applied as recommended.
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EXIST. CMU SCREEN WALL TO BE
REMOVED TO ACCOMMODATE NEW
CONCRETE SLABS, SCREEN WALL AND
FOOTING.

EXISTING
SIDEWALKS TO BE
REMOVED.

SAW CUT AND
REMOVE A
PORTION OF THE
EXISTING CMU
WALL TO CREATE
A 5'-4" WIDE
OPENING.

EXISTING
SIDEWALKS TO BE
REMOVED.

EXISTING
SIDEWALKS TO BE

REMOVED.

EXIST. CONCESSION
100

EXIST. TOILET RM.
101

EXIST. CHASE
103

EXIST. STORAGE
104

EXIST. TOILET RM.
102

EXIST. COUNTY STOR.
105

SCALE: 1/8"   =    1'-0"

C1 DEMO PLAN
A101

D5 EXIST. SIDEWALK

A3 DUMPSTER ENCLOSURE A5 DUMPSTER ENCLOSURE

B5 EXIST. SIDEWALK

A1 EXISTING FASCIA

E5 EXIST. EAST ELEV.

EXIST. CMU SCREEN WALL TO BE
REMOVED TO ACCOMMODATE NEW
CONCRETE SLABS, SCREEN WALL AND
FOOTING.

EXISTING WOOD SIGN TO BE
REMOVED.

EXISTING WOOD BOLLARDS TO BE
REMOVED AND REINSTALLED
COORDINATE EXACT LOCATION WITH
ARCHITECT.

REWORK EXISTING ASPHALT AS
REQUIRED FOR NEW SIDEWALK, WALL
AND FOUNDATION INSTALLATION.

EXIST. SIDEWALK TO BE REMOVED AND
THE AREA PREPPED FOR NEW SIDEWALK
INSTALLATION.

EXISTING WOOD BOLLARDS TO BE
REMOVED AND REINSTALLED
COORDINATE EXACT LOCATION WITH
ARCHITECT.

EXIST. SIDEWALK TO BE REMOVED AND
THE AREA PREPPED FOR NEW
SIDEWALK INSTALLATION.

EXISTING WOOD BOLLARDS TO BE
REMOVED AND REINSTALLED
COORDINATE EXACT LOCATION WITH
ARCHITECT.

EXIST. SIDEWALK TO BE REMOVED AND
THE AREA PREPPED FOR NEW SIDEWALK
INSTALLATION.

EXIST. FASCIA AND WOOD FRAMING.
CONTRACTOR SHALL REMOVE FASCIA AS
NEEDED FOR NEW STRUCTURE
INSTALLATION.

EXIST. GUTTER AND DOWNSPOUT.  EXTEND
GUTTER TO THE END OF THE NEW
ADDITION AND PROVIDE NEW
DOWNSPOUT.

EXIST. CMU WALL TO BE REMOVED TO
ACCOMMODATE NEW SIDEWALK
INSTALLATION.

EXISTING IRRIGATION SYSTEM TO BE
RELOCATED.  SEE PLUMBING SHEETS.

EXISTING HOSE BIBB TO BE
RELOCATED.  SEE PLUMBING SHEETS.

EXTEND EXISTING GUTTER AND
INSTALL DOWNSPOUT ON OUTSIDE OF
NEW EAST WALL.

REMOVE EXISTING ROOF FASCIA AND
EXISTING WOOD BLOCKING AS
REQUIRED TO INSTALL NEW
STRUCTURE AND ROOF SYSTEM.
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13'-4"

A4
A201

A1
A301

A6
A301

E1
A201

A1
A201

C1
A201

EXIST. CMU SCREEN
WALL.

NEW 8X8X16
SCORED BLOCK
WALL TO MATCH
EXISTING WALL
CONSTRUCTION.

NEW 8X8X16
SCORED BLOCK
WALL TO MATCH
EXISTING WALL
CONSTRUCTION.

NEW 8X8X16
SCORED BLOCK
WALL TO MATCH
EXISTING WALL
CONSTRUCTION.

NEW 8X8X16 BLOCK WALL
AND FOOTER TO MATCH
EXISTING SCREEN WALL
CONST.

SAWCUT AND REMOVE 5'4"
WIDE SECTION OF EXIST. CMU
WALL FOR NEW OPENING.
OPENING SHALL EXTEND TO
BOTTOM OF CMU BOND BEAM
ABOVE.  PROVIDE 14 GA
HOLLOW METAL CLOSURE TO
FINISH OPENING.

STORAGE SHELVES

FINISH ELEVATION SHALL MATCH
ELEVATION OF STORAGE ROOM.

MAXIMUM 1:50 SLOPE FROM
DOOR. 4" 2,500 PSI SLAB ON GRADE.

MAX. 1:20 RUNNING SLOPE AND
1:50 CROSS SLOPE.

4"
 2

,5
00

 P
SI

 S
LA

B 
ON 

GRA
DE

.

M
AX

. 1
:2

0 
RU

NN
IN

G S
LO

PE
 A

ND

1:
50

 C
RO

SS
 S

LO
PE

.

4" 2,500 PSI FLAT
SLAB ON GRADE.

4" 2,500 PSI FLAT
SLAB ON GRADE.

MATCH ELEVATION
OF EXIST.

SIDEWALK.

EXISTING
SIDEWALK

4" 2,500 PSI SLAB ON GRADE.
MAX. 1:20 RUNNING SLOPE AND

1:50 CROSS SLOPE.

EXISTING
SIDEWALK

EXISTING
SIDEWALK

REWORK EDGE OF EXISTING ASPHALT
AS REQUIRED BY NEW CMU WALL AND

FOOTING CONSTRUCTION.

4" 
2,5

00
 P

SI S
LA

B O
N G

RADE.

MAX. 1
:20

 R
UNNIN

G S
LO

PE AND

1:5
0 C

ROSS S
LO

PE.

4" 2,500 PSI CONCRETE SLAB
ON GRADE.  MATCH FINISH

FLOOR ELEVATION OF EQUIP.
STORAGE AND WARP TO

ADJACENT SLABS.

EXISTING
SIDEWALK

EXIST. CONCRETE SLAB.
PATCH AND REPAIR TO

MATCH EXISTING AS
REQUIRED FOR NEW WALL

INSTALLATION.

EXISTING COVERED AREA

EXISTING BUILDING

ADDITION

EXIST. CONCESSION
100

EXIST. TOILET RM.
101

EXIST. CHASE
103

EXIST. STORAGE
104

ATHLETICS STORAGE
107

EQUIP. STORAGE
106

EXIST. TOILET RM.
102

EXIST. COUNTY STOR.
105

SCALE: 1/4"   =    1'-0"

A1 FLOOR PLAN
A102

INDICATES AREA OF NEW BUILDING
CONSTRUCTION.

PROJECT INFORMATION:
400

908

334

(WALKWAY)
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SCREEN BLOCK

SCORED CMU BLOCK

SCREEN BLOCK

SIDEWALK

16x16 CMU COLUMN
BEYOND

A3
A301

PRE-CURVED CORRUGATED MTL.
ROOF TO MATCH EXISTING.  ROOF
RADIUS = 24'-2" +/- FIELD VERIFY.
TOP OF CMU WALL R = 23'-3" +/-
FIELD VERIFY.

P.T. 2X8 SILL AT TOP OF ALL CMU
WALLS.

2-2X10 PURLINS CONT. SEE ROOF FRAMING PLAN.

SHADED AREA INDICATES TOP
CMU COURSES SOLID GROUTED

W/ 2 #5 BARS CONT.

4" THICK 3,000
PSI CONCRETE
SLAB

6" THICKENED SLAB

16x16 CMU COLUMN
BEYOND

2 X BLOCKING @ EACH FRAMING
GRID LINE AND PARALLEL TO TOP

OF CMU WALLS TYP.

PRE-CURVED
CORRUGATED METAL

ROOF TO MATCH
EXISTING

DECORATIVE SCREEN BLOCK
TO MATCH EXISTING

8X8X16 SCORED BLOCK TO
MATCH EXISTING

HOLLOW METAL DOOR AND
FRAME

DECORATIVE SCREEN BLOCK
TO MATCH EXISTING

EXISTING

EXISTING

ADDITION

ADDITION

PRE-CURVED CORRUGATED
METAL ROOF TO MATCH
EXISTING

DECORATIVE SCREEN BLOCK
TO MATCH EXISTING

8X8X16 SCORED BLOCK TO
MATCH EXISTING

DECORATIVE SCREEN BLOCK
TO MATCH EXISTING

EXTEND EXISTING GUTTER

ALUMINUM FASCIA TO MATCH
EXISTING

LIGHT.  SEE ELECTRICAL
CENTER AT 9'-0" A.F.F.

PRE-CURVED
CORRUGATED METAL
ROOF TO MATCH
EXISTING

DECORATIVE SCREEN BLOCK
TO MATCH EXISTING

8X8X16 SCORED BLOCK TO
MATCH EXISTING

ROLL UP OVERHEAD DOOR

DECORATIVE SCREEN BLOCK
TO MATCH EXISTING

EXISTING

EXISTING

ADDITION

ADDITION

SCALE: 1/4"   =    1'-0"

A4 BUILDING SECTION
A201

SCALE: 1/4"   =    1'-0"

C1 NORTH ELEVATION
A201

SCALE: 1/4"   =    1'-0"

A1 EAST ELEVATION
A201

SCALE: 1/4"   =    1'-0"

E1 SOUTH ELEVATION
A201
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PRE-CURVED CORRUGATED METAL ROOF TO MATCH
EXISTING.

SCREEN BLOCK CMU TYP. MATCH EXISTING

SCREEN BLOCK CMU TYP.

1/2" EXP. JOINT MATERIAL

PT 2X8 CONT. SILL PLATE W/
1/2" DIA. A.B. W/ WPB
WASHER @ 4'-0" O.C. MAX.

4"

P.T. 2X BLOCKING CONT. BEYOND.  MILL FROM 2X12'S
TO ROOF RADIUS.

PT 2-2X10 PURLINS CONT. (TYP.) W/ BENT PLATE
CONNECTOR.

PT 2X LOOKOUTS AT  32" O.C.

2 #5 CONT. IN SOLID GROUTED TOP LINTEL COURSE.

REINFORCED CMU COLUMN BEYOND

8" SCORED CMU WALL (TYP.) MATCH EXISTING

2 #5 CONT. IN SOLID GROUTED TOP LINTEL COURSE.

4" 3,000 PSI CONCRETE
SLAB WITH 6X6 - W2.0XW2.0
WWM.

VAPOR RETARDER ON 6"
COMPACTED SAND FILL

#3 TIES @ 16" O.C.

4 #5'S CONT.

GROUT WALL SOLID #5 VERTICAL @ 48" OC

1'-4"

2'
- 0

"

PRE-CURVED CORRUGATED METAL ROOF TO MATCH
EXISTING.

SCREEN BLOCK CMU TYP. MATCH EXISTING

SCREEN BLOCK CMU TYP.

PT 2X8 CONT. SILL PLATE W/
1/2" DIA. THREADED ROD A.B.
W/ NUT AND WASHER EA.
END @ 4'-0" O.C. MAX.

#3 TIES @ 16" O.C.

4 #5'S CONT.

1/4" X 4" BENT PLATE. W/ (2) 3/4" DIA. BOLTS AT EACH
BEAM & TRANSVERSE WALL INTERSECTION

PT 2-2X10 PURLINS CONT. (TYP.) W/ BENT PLATE
CONNECTOR.

PT 2X10 WOOD BLOCKING

2 #5 CONT. IN SOLID GROUTED TOP LINTEL COURSE.

REINFORCED CMU COLUMN BEYOND.  SEE
FLOOR PLAN FOR LOCATIONS.

8" SCORED CMU WALL (TYP.) MATCH EXISTING

2 #5 CONT. IN SOLID GROUTED TOP LINTEL COURSE.

4" 3,000 PSI CONCRETE
SLAB WITH 6X6 - W2.0XW2.0
WWM.

VAPOR RETARDER ON 6"
COMPACTED SAND FILL

2 #5 CONT. IN SOLID GROUTED TOP LINTEL COURSE.

8" SCORED CMU WALL (TYP.) MATCH EXISTING

2 #6 IN SOLID GROUTED CELLS.  SEE FLOOR PLAN
FOR LOCATIONS.  PROVIDE 10" HOOKS INTO
COLUMN FOUNDATION AND BOND BEAT AT TOP OF
WALL.

2 #5 CONT. TOP AND BOTTOM

#3 AT 32" O.C. HK BOTH ENDS

REINF. CMU LINTEL COURSE
COPE TOP COURSE TO ROOF
RADIUS

P.T. 2X BLOCKING CONT.  MILL FROM 2X12'S TO ROOF
RADIUS.

.040 ALUMINUM FLASHING, MATCH EXISTING

FELT BOND BREAKER @ TOP OF ALUM. FLASHING

GROUT WALL SOLID #5 VERTICAL @ 48" OC

EXIST. PT 2X8
CONT. SILL
PLATE

LAP NEW PRE-CURVED
CORRUGATED METAL ROOF OVER
EXISTING  PRE-CURVED
CORRUGATED METAL ROOF AS
RECOMMENDED BY ROOF
MANUFACTURER.

PLAN OF SPLICE
CONNECTION

EXISTING WALL

4" 3,000 PSI CONCRETE
SLAB WITH 6X6 - W2.0XW2.0
WWM.

VAPOR RETARDER ON 6"
COMPACTED SAND FILL

REMOVE EXIST. 2X10 BLOCKING AND
FASCIA AND SPLICE NEW DOUBLE 2X10
RAFTER TO THE EXISTING 2X10 RAFTER.
EXTEND ONTO PT WOOD SILL AND BOLT
THROUGH THE EXISTING BENT PLATE.
THROUGH BOLT SPLICE WITH 4 - 1/2" DIA.
BOLTS AND WASHERS.

1/2" EXP. JOINT MATERIAL

#3 X 1'-6" BARS EPOXIED
INTO EXISTING SLAB AT 24"
O.C. (DRILL AND EPOXY 2
#5'S TOP AND BOTTOM AT
PERIMETER BEAM.)

EXISTING BENT PLATE

EXISTING SILL PLATE

EXISTING DOUBLE
2X10 JOIST

NEW DOUBLE 2X10
ROOF JOIST
SPLICED TO
EXISTING.

REINSTALL
BLOCKING AT
WALL AFTER
BEAMS ARE
INSTALLED

(4) 1/2" DIA. BOLTS
TYP.

2 #6 BARS

HORIZ. STL. REINF.
SEE WALL SECTION

2 #6 BARS

STAGGER CMU
ORIENTATION IN
ALTERNATING
COURSES

1 #3 BAR
@ 8" O.C.

VERT.

2 #6 BARS

HORIZ. STL. REINF.
SEE WALL SECTION

2 #6 BARS

STAGGER CMU
ORIENTATION IN
ALTERNATING
COURSES

1 #3 BAR
@ 8" O.C.

VERT.

SCREEN BLOCK

4" WIDE BLOCK
AT EACH
SCREEN BLOCK

SCALE: 3/4"   =    1'-0"

A3 WALL SECTION
A301SCALE: 3/4"   =    1'-0"

A1 ENDWALL SECTION
A301 SCALE: 3/4"   =    1'-0"

A6 EXISTING WALL SECTION
A301

SCALE: 1 1/2"=    1'-0"

E3 CMU COLUMN DETAIL
A301

AT DECORATIVE BLOCK





































































LEON COUNTY
(DODSTONE GROUP ARCHITECTS)

1983 CENTRE POINTE BLVD., SUITE 103
Tallahassee, FL 32308

Phone (850) 298-4213 / Fax (850) 298-4498
CA8225

FORT BRADEN PARK STORAGE
TAX ID No. 23-34-20-801-0000

TALLAHASSEE, FLORIDA

GOVERNING STANDARDS AND SPECIFICATIONS:

FLORIDA DEPARTMENT OF TRANSPORTATION DESIGN STANDARDS DATED

FISCAL YEAR 2012/2013 AND STANDARD SPECIFICATIONS FOR ROAD AND

BRIDGE CONSTRUCTION, 2010 EDITION, AS AMENDED BY CONTRACT DOCUMENTS.

ATTENTION IS DIRECTED TO THE FACT THAT THESE PLANS MAY HAVE BEEN

ALTERED IN SIZE BY REPRODUCTION. THIS MUST BE CONSIDERED WHEN

OBTAINING SCALED DATA.
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